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1 " CONDUIT FROM TOUCH WALL CONNECTION POINT TO CASEWORK.  VERIFY TERMINATION 12" CONDUIT FROM TOUCH WALL CONNECTION POINT TO CASEWORK.  VERIFY TERMINATION REQUIREMENTS AND INSTALL AS REQUIRED.  PROVIDE PULL STRING. JUNCTION BOX MOUNTED AT 12'-0" AFF FOR POWER WINDOW SHADES.  VERIFY REQUIREMENTS.  CONNECT SHADES COMPLETE. VERIFY TOUCH WALL EQUIPMENT REQUIREMENTS.  COORD W/ INSTALLER AND CASEWORK PROVIDER.  CHANGE AS REQUIRED.  INSTALL COMPLETE. VERIFY TOUCH WALL REQUIREMENTS.  CHANGE AS REQUIRED.  INSTALL COMPLETE.  VERIFY QUANTITY, MOUNTING HEIGHT AND EXACT LOCATION. COORD W/ PC.  RECEPTACLE SHALL BE ACCESSIBLE. 240/30/1, NON-FUSED DISCONNECT. 2 #10, #10GND,  "C. 12"C. CONNECT RECIRC PUMP COMPLETE.  PROVIDE 15A MOTOR RATED SWITCH. COORD. UNDER COUNTER REF. RECEPTACLE LOCATION W/ CASEWORK PROVIDER. EWH PROVIDED WITH INTEGRAL DISCONNECT. CONNECT COMPLETE. J BOX AT 48" W/ 1" CONDUIT ABOVE CEILING FOR TOUCH SCREEN BY OWNER. J BOX AT 48"  W/ 1" CONDUIT ABOVE CEILING FOR WINDOW SHADE CONTROLS.  VERIFY J BOX SIZE WITH SHADE PROVIDER.   JUNCTION BOX MOUNTED AT 12'-0" AFF FOR FUTURE POWER WINDOW SHADES.  VERIFY REQUIREMENTS.  PROVIDE COVER. PROVIDE RECEPTACLE UNDER COUNTER FOR ELECTRICALLY OPERATED SINKS.  COORD W/ PC. PROVIDE POWER AND CONDUITS AS REQUIRED FOR CARD READER SYSTEM.  VERIFY REQUIREMENTS AND EXACT LOCATION W/ OWNER.  INSTALL COMPLETE. VERIFY MOUNTING HEIGHT AND EXACT LOCATION FOR TV MOUNTING.   PROVIDE 4" X 4" JUNCTION BOX W/ 1" CONDUIT STUBBED TO ABOVE CEILING FOR HDMI TO TV CONNECTIONS.  VERIFY EXACT REQUIREMENTS, MOUNTING HEIGHT AND EXACT LOCATION PRIOR TO ROUGH IN. LEGRAND 6ATCP POKE THROUGH FLOOR BOX WITH 6CTC COVER OR EQUAL.  PROVIDE DUPLEX RECEPTACLE AND DATA AS REQUIRED BY OWNER.  VERIFY PRIOR TO ORDER.  VERIFY LOCATION.  COORD LOCATION W/ FIRST FLOOR CEILING.  RELOCATED AS REQUIRED FOR FIRST FLOOR OBSTRUCTION.  REFER TO FLOOR BOX DETAIL. DOUBLE EGRESS DOOR.  PROVIDE POWER AND CONDUITS AS REQUIRED FOR CARD READER SYSTEM.  VERIFY IF READERS ARE TO BE PLACED ON BOTH SIDES AND INSTALL AS REQUIRED.  VERIFY LOCATION FOR EACH READER.  POWER BOTH SIDES AND PROVIDE JUNCTION BOX AT LOCATIONS REQUIRED.  VERIFY REQUIREMENTS W/ DOOR HARDWARE MANUFACTURER.  INSTALL COMPLETE.  DOOR SHALL UNLOCK ON CALL BY FIRE ALARM.  CONNECT AS REQUIRED.  REFER ALSO TO TYPICAL DOUBLE DOOR W/ ELECTRIC STRIKE DETAIL. 240/30/3 FUSE FOR STOLL 202 MACHINE.  CIRCUITRY 3 #10, #10 GND,  "C.12"C.
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